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EXISTING AUXILIARY CONTROL CABINET

(TO BE REMOVED)

REMOVE ABANDONED HEATERS,
ASSOCIATED CONDUIT AND WIRING
(6 PLACES)

STORAGE FOR AUXILIARY MOTOR

PENDANT CONTROLLER (E117)

HEATER PANELBOARD TO BE REMOVED,
INSTALL NEW HEATER DISCONNECT SWITCH

(E110)

EXISTING PANELBOARD LP2 AND 9 KVA
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(SEE NOTE 1)

EXISTING UNIT HEATER

NORTHWEST

DRIVE MOTOR————~_

WEST MACHINERY

| H

SHEAVE ROOM

NEW EMERGENCY
DRIVE BRAKE CONTROLS

A

NEW ENCODER———__||

BRAKE 2

NEW EMERGENCY
DRIVE GEARMOTOR,
NEW MANUAL CLUTCH,
NEW BRAKE AND

NEW LIMIT SWITCH

NEW MECHANICAL
HEIGHT {NDICATOR‘——‘{
Y

WEST MACHINER

NEW PLC 1/0

CABINET

SEE DRAWING NO. 45
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(SEE NOTE 2)
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TRANSMITTER RACK (E111)

NEW TERMINAL
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NEW MACHINERY BRAKE
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EXISTING MOTOR DISCONNECTS
(SEE NOTE 2)

NEW ENCODER,
SEE DETAIL ON
DRAWING NO. 45
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FOR SPAN CONTROL EQUIPMENT,

REMOVE ABANDONED HEATERS,
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NEW EMERGENCY
DRIVE BRAKE CONTROLS
NEW PLC 1/0 / |
CABINET D

FOR SPAN CONTROL EQUIPMENT,

SEE DRAWING NO. 45

EXISTING MOTOR AND
BRAKE DISCONNECTS

(SEE NOTE 2)

NEW TERMINAL

CABINET PC—5 (E209)

EXISTING MOTOR AND
BRAKE DISCONNECTS

(SEE NOTE 2)
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NEW ENCODER,
SEE DETAIL ON

SHEAVE ROOM
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SWITCHES.

TO PLC 1/0 CABINETS.
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ASSOCIATED CONDUIT AND WIRING

MOVED,
CT SWITCH

9 KVA

NEW AUXILIARY MOTOR CONTROLS (E117)
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1. REMOVE SOUND POWERED TELEPHONE AND BELL. RELOCATE
HEATER THERMOSTAT, CONDUIT AND WIRING TO FACILITATE
MOUNTING OF AUXILIARY MOTOR CONTROL CABINET.

2. REMOVE THE EXISTING 200A MOTOR ROTOR DISCONNECT

\ ‘ 3. INSTALL NEW 15A BRANCH CIRCUITS FROM LP—-2 AND LP-3
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